DEPARTMENT OF THE ARMY
Omaha District, Corps of Engineers
106 South 15th Street
Omaha, Nebraska 68102-1618

:NOTICE: Failure to acknowledge
:all amendments may cause rejec-—
:tion of the offer. See FAR
:52.215-1 of Section 00100

Solicitation No.

Date of Issue:

23 JUL 2003

Amendment No. 2
09 July 2003

SUBJECT: Amendment No.
Construction of the Wing Headquarters/Administration Facility,

DACA45 03 R 0017

12 JUN 2003
Date of Receiving Proposals:

0002 to Request for Proposal Solicitation Package

Buckley AFB,

Colorado. Solicitation: DACA45-03-R-0017
TO: Prospective Offerors and Others Concerned

1. The specifications and drawings for subject project are hereby modified
as follows (revise all specification indices, attachment 1lists, and drawing

indices accordingly) .

a. Specifications. (Descriptive Changes.)

1. Section 03100A, Page 4: Para. 3.1.
sentence insert the following:

1, prior to the

“Foundation grade beams may not be earth-formed.
for all vertical surfaces.”

2. Section 03300, Page 16: Para. 3.
paragraph, add the following:

1,

“Foundation grade beams may not be earth-formed.
for all vertical surfaces.”

3. Section 159507, Page 10,
sentence,

insert the following:

“Notwithstanding Section 00700 Contract Clauses FAR 52.236-5,
Workmanship,

first

Forms shall be used

at the end of this

Forms shall be used

Paragraph 1.3a: prior to the first

Material and
the Control System shall be Delta Controls as manufactured by

Setpoint Systems Corporation in order that the DDC is compatible with the
Base control system. The Competition Advocate authorizes sole source

procurement for the DDC.”

4. Section 16710A:

a) Page 7, Para. 2.2.2, line 4, delete “CMG or”.
b) Page 8, Para. 2.3.1, line 4, delete “or CMG”.
c) Page 8, Para. 2.3.2, line 4, delete “or CMG”.
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b. Drawings (Not Reissued). The following drawing sheets of drawing
code AF610-12-04 are revised as indicated below and revised descriptively by
this amendment. These drawings are not reissued with this amendment.

1. Sheets F4.00, F4.01 and F4.02: for smoke detectors indicated
with a subscript “F” on these drawing sheets, delete the “F”
and substitute “U” to denote under floor detectors per legend
sheet F0.00.

2. Sheet E1.30: Key Note 2, after first sentence add: “Fixture
shall be similar to Spaulding Newark with type III
distribution, or an approved equal.”

3. Sheet E1.30: Detail 14, Note, delete “(2) 4PR CATEGORY 5E UTP
CABLES” and substitute “(3) 4PR CATEGORY 5E UTP CABLES.”

4. Sheet ED.00: Detail 2, draw a leader and arrow to the conduit
and add the following note to the leader “4” typical”. Also add
the following note to the detail: “Electrical contractor to
install the ductbank from the manhole to the building per
routing shown on EU.00. Cabling in the new ductbank by base
personnel.”

2. This amendment is a part of the proposing papers and its receipt shall be
acknowledged on the Standard Form 1442. All other conditions and requirements
of the request for proposal remain unchanged. If the proposals have been
mailed prior to receiving this amendment, vyou will notify the office where
proposals are received, in the specified manner, immediately of its receipt and
of any changes in your proposal occasioned thereby.

a. Hand-Carried Proposals shall be delivered to the U.S. Army Corps
of Engineers, Omaha District, Contracting Division (Room 301), 106 South 15th
Street, Omaha, Nebraska 68102-1618.

b. Mailed Proposals shall be addressed as noted in Item 8 on Page
00010-1 of Standard Form 1442.

3. Offers will be received until 2:00 p.m., local time at place of
receiving proposals, 23 JUL 2003.

U.S. Army Engineer District, Omaha
Corps of Engineers

106 South 15th Street

Omaha, Nebraska 68102-1618

09 July 2003
mrp/4413
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